BUILDING 1
ELECTRICAL RISER DIAGRAM
NOT TO SCALE

**RISER NOTES**

1. PROVIDE AND INSTALL A UTILITY APPROVED CT CABINET.
2. PROVIDE AND INSTALL A UTILITY APPROVED 200A THREE PHASE FEED THROUGH METER SOCKET. GROUND PER UTILITY REQUIREMENTS.
3. PROVIDE AND INSTALL A UTILITY APPROVED 200A THREE PHASE FEED THROUGH METER SOCKET. GROUND PER UTILITY REQUIREMENTS.
4. PROVIDE AND INSTALL A UTILITY APPROVED 200A THREE PHASE FEED THROUGH METER SOCKET. GROUND PER UTILITY REQUIREMENTS.
5. PROVIDE AND INSTALL A UTILITY APPROVED 200A THREE PHASE FEED THROUGH METER SOCKET. GROUND PER UTILITY REQUIREMENTS.
6. PROVIDE AND INSTALL A UTILITY APPROVED 200A THREE PHASE FEED THROUGH METER SOCKET. GROUND PER UTILITY REQUIREMENTS.
7. PROVIDE AND INSTALL A UTILITY APPROVED 200A THREE PHASE FEED THROUGH METER SOCKET. GROUND PER UTILITY REQUIREMENTS.
8. PROVIDE AND INSTALL A UTILITY APPROVED 200A THREE PHASE FEED THROUGH METER SOCKET. GROUND PER UTILITY REQUIREMENTS.

**DRAWING**

**RELEASE**

J3-21-14-PDP Submittal
J1-09-15-FDP Submittal
J3-20-15-98% Review Set
J4-03-15-98% CD's

**DATE**

March 21, 2014

**SHEET No.**

908 Broadway, Suite 200
Kansas City, MO 64105-1590
Ph: 816.842.2800
Fx: 816.842.4884
www.bgrengineers.com

**REVISIONS**

March 21, 2014

**E3.05**